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Port Boston, MA Report 104105
Customer Sprague Energy Date QOctober 24:-2005 Reference
Operation Analysis Terminal ( Sprague Quincy > Sample # 303061

Name of material being tested I

No 6 Fuel Oii

Description of sample source
Samples Drawn by {company)
Samples Tested by (company)}

Shore Tank# 11 After Discharge
BSi Inspectorate
BSi Inspectorate

[ Tests being Performed Test method Sample Results
Gravity APl @ 60F / Denisty D - 4052 137 / 0.8742
Flash Point, PMCC, F D-93 203
Viscosity ¢St @ 122F D -445 2708
Viscosity SSF @ 122F B - 2161 127.9
Pour PointC/F p-97 6/43
Sulfur , W% D - 4294 0.482
Whater and Sediment, Vol % D -1796 0.50
Sediment by Extraction, wi% D-473 0.28
Water by Distillation, Vol% D-85 0.01
Gross Heat of Combustion, BTU /b D-240 18,615
Gross Heat of Combustion, BTU / gal D -240 151,076
Ash, wt % D-482 0.068
Vanadium, ppm D - 5863 8
Sodium, ppm D - 5863 10
Nitrogen, wi% D-5762 0.25
Ashphaltenes, wt% P - 143 38
Carbon Res.,Ramsbottom on 10% bottom D-189 9.1

' ' YIS
E PROVIDES THE ATTACHED INSPECTION REPORT/ANAL
gzﬁéggENﬂNG THE SPECIFICATIONS OF THE PRODUCT AT THE SPRAGUE

' RECSE OF
VIS ANALYSIS IS PROVIDED T THE CUSTOMER FOR THE PU
Esmausmr\se THE INDEPENDENTLY. VERIFIED PRODUCT SPECIFICATION O

CERTIFICATE. THE INSPECTION REPGRT 1§ NOT TO BE USED FOR ANY OTHER
BY SPRAGUE TO CUSTOMER. SPRAGUE DISCLAIMS ANY WARRANTY OF

TERMINAL 1N TANK ON THE DATE OF INSPECTION NOTED ON THE CERTIFICATE.

A COMPOSITE BASIS INSPRAGUE'S TERMINAL SHORE TANK AS NOTED ON THE
PURPOSE. SPRAGUE DISCLAIMS ANY LIABILITY FOR THE PRODUCT AFTER DELIVERY

' T &S MAY BE SPECIFICALLY
FRCHARTABILITY OR FITNESS FOR AN INTERDED USE EXCEP
R b oL 0
YER OF PRODUCT, SPRA SOR(
@:ETA K%EY ims& EROM CUSTOMER'S USE OF THIS INSPECTION FEPORT/ANALYSIS.

" Annotates Analysis Contractad Owt
= Annotates Loadport information- this test was not perdformed by Inspeciorate
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